
 
 
 

March 21, 2018 
Mr. Robert Macauley 
Fullerton School District 
1401 W Valencia Dr 
Fullerton, CA 92833 

 
Subject:  Lead Testing Results at Fullerton School District 

 
Dear Mr. Macauley: 
 
Enclosed is a copy of the completed Lead sampling results for the water samples that we collected 
from January 15, 2018 through March 8, 2018 for all the schools in the district, which are served by City 
of Fullerton (Attachment A).  The sample analysis was performed by the City’s contracted laboratory, 
Clinical Laboratory of San Bernardino, Inc. 
 
The Lead Action Level is 15 micrograms per liter (µg/L) and Reporting Detection Limit is 5 µg/L.  For 
the lead sampling events just completed, lead was detected below the Action Level in three sample 
locations. Lead was not detected from all other sample locations. Enclosed is the school district’s lead 
sampling plan for your reference (Attachment B).  No further testing is required. However, we 
recommend taking steps to reduce the lead levels in the three sample locations where lead was 
detected below the Action Level.  

 
The analytical results for the collected water samples can be located on the laboratory form under the 
heading titled “Result”.  The sampling results are indicated in micrograms per liter (µg/L).  A result of 
“ND” indicates the constituent was not detected at or above the reporting limit in the water sample.   
Below is the location description associated with the Sample ID’s on the laboratory form: 
 
Acacia Elementary School 
3010010-AAI-A:  Between Partition 1 & Partition 4 – Outdoor Drinking Fountain 
3010010-AAI-B:  Between K1 & K2 Playground – Drinking Fountain 
3010010-AAI-C:  Partition 4 Hallway by Restrooms – Drinking Fountain 
3010010-AAI-D:  Partition 5 near Room 17 – Drinking Fountain 
3010010-AAI-E:  Partition 5 near Room 18 – Drinking Fountain 
 
Beechwood School 
3010010-AAJ-A:  Room 4 – Drinking Fountain 
3010010-AAJ-B:  Boy’s RR and Girl’s RR Near Partition 1 – Drinking Fountain 
3010010-AAJ-C:  Room 6 near Partition 1 – Drinking Fountain 
3010010-AAJ-D:  Kdg. Workroom near Partition 1 – Drinking Fountain 
3010010-AAJ-E:  Multi-Purpose Room near Partition 3 – Drinking Fountain 
 
Commonwealth Elementary School 
3010010-ABA-A:  Cust. Room SW of Partition 7 – Outdoor Drinking Fountain 
3010010-ABA-B:  Restroom near Partition 2 – Drinking Fountain 
3010010-ABA-C:  Elec. Room near Partition 3 – Drinking Fountain 
3010010-ABA-D:  Elec. Room near Partition 4 – Drinking Fountain 
3010010-ABA-E:  Room 21 near Partition 4 – Bubbler 
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D. Russell Parks Junior High School 
3010010-ABB-A:  Partition 6 Girl’s P.E. – Drinking Fountain 
3010010-ABB-B:  Partition 6 Boy’s P.E. – Drinking Fountain 
3010010-ABB-C:  Partition 3 Boy’s and Girl’s Restrooms – Drinking Fountain 
3010010-ABB-D:  Partition 3 Media Center – Bubbler 
3010010-ABB-E:  Partition 3 Room 101 – Drinking Fountain 
 
Fern Drive Elementary School 
3010010-ABC-A:  Partition 2 near K-1 – Drinking Fountain 
3010010-ABC-B:  Partition 2 near K-2 – Drinking Fountain 
3010010-ABC-C:  Partition 2 near Room 1 – Drinking Fountain 
3010010-ABC-D:  Partition 10 near Room 10 – Drinking Fountain 
3010010-ABC-E:  Partition 6 near Restrooms – Drinking Fountain 
 
Golden Hill Elementary School 
3010010-ABD-A:  Between K-1 & K-2 Playground – Outdoor Drinking Fountain 
3010010-ABD-B:  Partition 2 by Health Room – Drinking Fountain 
3010010-ABD-C:  Partition 6 by Room 17 – Drinking Fountain 
3010010-ABD-D:  Partition 6 by Boy’s Restroom – Drinking Fountain 
3010010-ABD-E:  Partition 4 by Boy’s RR and Girl’s RR – Drinking Fountain 
 
Hermosa Drive Elementary School 
3010010-ABE-A:  Partition 4 by Elec. Room – Bubbler  
3010010-ABE-B:  Partition 3 by Cust. Room – Drinking Fountain 
3010010-ABE-C:  Partition 3 by Room 14 – Bubbler 
3010010-ABE-D:  Partition 2 by Restrooms – Drinking Fountain 
3010010-ABE-E:  Partition 5 by K-1 – Drinking Fountain 
 
Ladera Vista Junior High School of the Arts 
3010010-ABF-A:  Partition 8 by MP Lobby – Drinking Fountain 
3010010-ABF-B:  Partition 3 by Stor. Room – Drinking Fountain 
3010010-ABF-C:  Partition 5 by Room 27b – Drinking Fountain 
3010010-ABF-D:  Partition 6 by Elect. Room – Drinking Fountain 
3010010-ABF-E:  Partition 7 by Girl’s PE – Drinking Fountain 
 
Laguna Road Elementary School 
3010010-ABG-A:  Partition 7 by Room 16 – Bubbler  
3010010-ABG-B:  Partition 7 by Girl’s Restroom – Drinking Fountain  
3010010-ABG-C:  Partition 4 by Stor. Room – Drinking Fountain 
3010010-ABG-D:  Partition 5 by Room 19 – Drinking Fountain 
3010010-ABG-E:  Playground by Restrooms – Outdoor Drinking Fountain 
 
Maple Elementary School 
3010010-ABH-A:  Partition 4 by Room 11- Drinking Fountain 
3010010-ABH-B:  Partition 4 by Room 14 – Drinking Fountain 
3010010-ABH-C:  Between Partition 5 & Partition 6 near Media Center – Drinking Fountain 
3010010-ABH-D:  Partition 3 by Restroom on Eastside of Partition 2 – Drinking Fountain 
3010010-ABH-E:  Partition 3 by Restroom on Westside of Room 9 – Bubbler  
 
Nicolas Junior High School 
3010010-ABI-A:  Partition 3 by Restrooms – Drinking Fountain 
3010010-ABI-B:  Partition 4 by Restrooms – Drinking Fountain 
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3010010-ABI-C:  Partition 7 by Boy’s P.E. – Drinking Fountain 
3010010-ABI-D:  Partition 5 by Restrooms between Room 32 and Room 25 – Drinking Fountain 
3010010-ABI-E:  Partition 5 by Restrooms near Room 28 – Drinking Fountain 
 
Orangethorpe Elementary School 
3010010-ABJ-A:  Partition 2 by Counsler – Drinking Fountain 
3010010-ABJ-B:  Partition 3 by Room 10 – Drinking Fountain 
3010010-ABJ-C:  Partition 3 by Room 15 – Drinking Fountain 
3010010-ABJ-D:  Partition 6 by Room 25 – Drinking Fountain 
3010010-ABJ-E:  Playground by KA and KB – Outdoor Drinking Fountain 
 
Pacific Drive Elementary School 
3010010-ACA-A:  Partition 7 by Elec. Room – Drinking Fountain 
3010010-ACA-B:  Partition 6 by Restrooms – Drinking Fountain 
3010010-ACA-C:  Partition 3 by Restrooms – Drinking Fountain 
3010010-ACA-D:  Partition 3 by Stor. Room – Drinking Fountain 
3010010-ACA-E:  Partition 4 by Room 22/SDC – Drinking Fountain 
 
Raymond Elementary School 
3010010-ACB-A:  Playground by Mini Kitchen – Drinking Fountain 
3010010-ACB-B:  Partition 4 by Restrooms – Drinking Fountain 
3010010-ACB-C:  Partition 4 by Room 18 – Bubbler 
3010010-ACB-D:  Partition 6 by Restrooms – Drinking Fountain 
3010010-ACB-E:  Partition 2 by Restrooms – Drinking Fountain 
 
Richman Elementary School 
3010010-ACC-A:  Area 1 by Boy’s and Girl’s Restrooms near Speech 19A – Drinking Fountain 
3010010-ACC-B:  Area 1 by Boy’s Restroom near PE Room – Drinking Fountain 
3010010-ACC-C:  Area 1 by Girl’s Restroom near PE Room – Drinking Fountain 
3010010-ACC-D:  Area 2 by Playground near Men & Women Restrooms – Drinking Fountain 
3010010-ACC-E:  Area 2 between Boy’s and Girl’s Restroom – Drinking Fountain 
 
Robert C. Fisler School 
3010010-ACD-A:  Area 4 near School Bus Stop – Drinking Fountain 
3010010-ACD-B:  Area 4 near Restrooms – Drinking Fountain 
3010010-ACD-C:  Area 1 between Restroom and Lounge – Drinking Fountain 
3010010-ACD-D:  Area 6 by C4 Room – Bubbler  
3010010-ACD-E:  Area 5 by Playground – Drinking Fountain 
 
Rolling Hills Elementary School 
3010010-ACE-A:  Partition 3 between Room 4 and P.E. Closet – Drinking Fountain 
3010010-ACE-B:  Partition 3 between Cust. Room and Room 2 – Drinking Fountain 
3010010-ACE-C:  Partition 2 between K-1 & K-2 – Drinking Fountain 
3010010-ACE-D:  Partition 4 between Cust. Room and Room 19 – Drinking Fountain 
3010010-ACE E:  Partition 4 by Room 16 – Bubbler  
 
Sunset Lane Elementary School 
3010010-ACF-A:  Partition 2 between Room 150 & Room 151 – Drinking Fountain 
3010010-ACF-B:  Partition 6 between Cust. Room and Room 103 – Drinking Fountain 
3010010-ACF-C:  Partition 3 between Room 205 & Room 206 – Drinking Fountain 
3010010-ACF-D:  Partition 4 between Room 209 and 207 – Drinking Fountain 
3010010-ACF-E:  Partition 4 by Room 213 – Drinking Fountain  
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Valencia Park Elementary School 
3010010-ACG-A:  Partition 7 by Room 32 – Drinking Fountain 
3010010-ACG-B:  Partition 7 by Cust. Room – Drinking Fountain 
3010010-ACG-C:  Partition 3 between Room 2 & Room 7 – Drinking Fountain 
3010010-ACG-D:  Partition 3 between Room 7 & Room 13 – Drinking Fountain 
3010010-ACG-E:  Partition 4 by Restrooms – Drinking Fountain 
 
Woodcrest Elementary School 
3010010-ACH-A:  Partition 7 by Boy’s RR & Girl’s RR – Drinking Fountain 
3010010-ACH-B:  Partition 7 by Room 18 – Drinking Fountain 
3010010-ACH-C:  Partition 3 by Boy’s RR & Girl’s RR – Drinking Fountain 
3010010-ACH-D:  Playground by K2 – Outdoor Drinking Fountain 
3010010-ACH-E:  Partition 4 Therapy Wing Hallway by Vision – Drinking Fountain 
 
Nutrition Center 
3010010-ACI-A:  By Sink – For Fruits and Vegetables 
3010010-ACI-B:  By Ice Maker 
3010010-ACI-C:  By Kettle 1 
3010010-ACI-D:  By Kettle 2 

 
If you have any questions regarding your water quality test results or need additional information, 
please contact Jon Orndorff at (714) 738-6746 via email jono@ci.fullerton.ca.us or contact the Water 
System Manager/Assistant City Engineer at HyeJinL@ci.fullerton.ca.us. 

 
 

Sincerely, 
 

 
 
Hye Jin Lee, P.E. 
Water System Manager/Assistant City Engineer 
City of Fullerton 
 
 
Enclosure: 
Attachment A- Lead Sampling Results 
Attachment B- Lead Sampling Plan 
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